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Name Number Type Rungs Debug Bytes

[SYSTEM]   0 SYS    0 No      0
   1 SYS    0 No      0
MAIN   2 LADDER   15 No    280
DWBLOCK01R   3 LADDER   13 No    329
DWBLOCK02W   4 LADDER   13 No    329
INC_DATA01   5 LADDER   17 No    667
RESET_DATA   6 LADDER    2 No    141
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Sets the OFF duration of the timer pulse.

0000
T4:1

DN

Pulse ON Timer
Done

EN

DN

TON
Timer On Delay
Timer T4:0
Time Base 0.001
Preset 500<
Accum 500<

TON
Pulse OFF Timer

Sets the ON duration of the timer pulse.

0001
T4:0

DN

Pulse OFF Timer
Done

EN

DN

TON
Timer On Delay
Timer T4:1
Time Base 0.001
Preset 500<
Accum 0<

TON
Pulse ON Timer

Generates a pulse for the timed mode of message initiation.

0002
T4:1

EN

Pulse ON Timer
Enable

 
B3:0

4

Timer Trigger

Enables the read message of the dw210 loopback example.

0003
B3:1

1

Enable
dwBlock01

B3:1

0

Enable All
Message
Blocks

 
B14:0

0

dwBlock01
Message
Enabled

Enables the read message of the dw210 loopback example.

0004
B3:1

2

Enable
dwBlock02

B3:1

0

Enable All
Message
Blocks

 
B14:0

1

dwBlock02
Message
Enabled

All messages are currently enabled.

0005
B14:0

0

dwBlock01
Message
Enabled

B14:0

1

dwBlock02
Message
Enabled

 
B3:0

1

All
Messages
Enabled
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When enabled, the message transmissions are generated as quickly as possible based on a reply event.

0006
B3:1

14

Enable
Event
Driven

Messages
B3:0

3

Timer
Message
Control

 
B3:0

2

Event
Message
Control

When enabled, the message transmissions are on a fixed timebase.

0007
B3:1

15

Enable
Timed

Messages
B3:0

2

Event
Message
Control

 
B3:0

3

Timer
Message
Control

Resets all counters and start values.

0008
B3:1

13

Reset All
Message
Counters

 
B3:0

0

Reset
All

Message
Counters

 
B3:1

12

Reset
Increment To

Start
Value

Calls a subroutine that reads PIN's 4864 through 4871 of a dw210 smarty2 at IP address 192.168.1.71 using a PLC Typed Read command
(Allen-Bradley file addresses N29:000 through N29:007).

0009
B14:0

0

dwBlock01
Message
Enabled

JSR
Jump To Subroutine
SBR File Number U:3

JSR

Call
dwBlock01
Read Block
Subroutine

Calls a subroutine that writes PIN's 4352 through 4359 of a dw210 smarty2 at IP address 192.168.1.71 using a PLC Typed Write command
(Allen-Bradley file addresses N27:000 through N27:007).

0010
B14:0

1

dwBlock02
Message
Enabled

JSR
Jump To Subroutine
SBR File Number U:4

JSR

Call
dwBlock02
Write Block
Subroutine

Enables a group of eight parameters to be read and written.

0011
B3:1

3

Enable
Group 1

 
B3:0

5

Group 1
Enabled
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Calls the subroutine that increments the data on a successful read.

0012
B3:0

5

Group 1
Enabled

JSR
Jump To Subroutine
SBR File Number U:5

JSR

Call
Increment

Data
Subroutine

Calls the subroutine that resets all the data to s fixed start value.

0013
JSR

Jump To Subroutine
SBR File Number U:6

JSR

Call
Reset Data
Subroutine

0014 END
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If enabled, the trigger for a read message is generated. The message block trigger can be generated on either a fixed time base or when the last
message block is either done (DN) or an error (ER) has occurred.

0000
MG9:0

DN

dwBlock01
Message

Done

MG9:0

ER

dwBlock01
Message

Error

B3:0

2

Event
Message
Control

B3:0

4

Timer Trigger
B3:0

3

Timer
Message
Control

B14:0

0

dwBlock01
Message
Enabled

ONS
B14:1

0

dwBlock01
Message
Oneshot

 
B14:2

0

dwBlock01
Message
Trigger

This rung generates the read message to the dw210 with the following setup:
General Tab:

This Controller => Channel = 1 (Integral);
Communication Command = PLC5 Read;

Data Table Address: N12:0;
Size in Elements: 8;

Target Device => Message Timeout = 33;
Data Table Address = N29:0;
Local/Remote = Local;
MultiHop = Yes;

Routing Information File(RI) = RI10:0;
MultiHop Tab:

From Device = This MicroLogix;
From Port = Channel 1;

To Address Type = EtherNet/IP Device;
To Address = 192.168.1.71

0001
B14:0

0

dwBlock01
Message
Enabled

B14:2

0

dwBlock01
Message
Trigger

EN
DN
ER

MSG
Read/Write Message
MSG File MG9:0

Setup Screen <

MSG

Total message counter that wraps around every 10,000 messages in order to accumulate larger totals.

0002
MG9:0

EN

dwBlock01
Message
Enabled

CU

DN

CTU
Count Up
Counter C5:0
Preset 10000<
Accum 0<

CTU

dwBlock01
Messages

Total
10K Tally
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Message counter of successful replies that wraps around every 10,000 messages in order to accumulate larger totals.

0003
MG9:0

DN

dwBlock01
Message

Done

CU

DN

CTU
Count Up
Counter C5:1
Preset 10000<
Accum 0<

CTU

dwBlock01
Messages

OK
10K Tally

Message counter of message errors that wraps around every 10,000 messages in order to accumulate larger totals.

0004
MG9:0

ER

dwBlock01
Message

Error

CU

DN

CTU
Count Up
Counter C5:2
Preset 10000<
Accum 0<

CTU

dwBlock01
Message
Errors

10K Tally

Total message count x 10,000.

0005
C5:0

DN

dwBlock01
Messages
Total 10K
Tally Done

CU

DN

CTU
Count Up
Counter C5:3
Preset 0<
Accum 0<

CTU

dwBlock01
Messages

Total x10K

Total successful messages count x 10,000.

0006
C5:1

DN

dwBlock01
Messages
OK 10K

Tally Done

CU

DN

CTU
Count Up
Counter C5:4
Preset 0<
Accum 0<

CTU

dwBlock01
Messages
OK x10K

Total message errors count x 10,000.

0007
C5:2

DN

dwBlock01
Message

Errors 10K
Tally Done

CU

DN

CTU
Count Up
Counter C5:5
Preset 0<
Accum 0<

CTU

dwBlock01
Message

Errors x10K
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Resets the total message counter when either 10,000 messages have been received or when re-initializing the counters.

0008
C5:0

DN

dwBlock01
Messages
Total 10K
Tally Done

B3:0

0

Reset
All

Message
Counters

RES
C5:0

dwBlock01
Messages

Total
10K Tally

Resets the successful message counter when either 10,000 messages have been received or when re-initializing the counters.

0009
C5:1

DN

dwBlock01
Messages
OK 10K

Tally Done

B3:0

0

Reset
All

Message
Counters

RES
C5:1

dwBlock01
Messages

OK
10K Tally

Resets the total message errors counter when either 10,000 messages have been received or when re-initializing the counters.

0010
C5:2

DN

dwBlock01
Message

Errors 10K
Tally Done

B3:0

0

Reset
All

Message
Counters

RES
C5:2

dwBlock01
Message
Errors

10K Tally
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Resets the total, successful, and error message 10K counters.

0011
B3:0

0

Reset
All

Message
Counters

RES
C5:3

dwBlock01
Messages

Total x10K

RES
C5:4

dwBlock01
Messages
OK x10K

RES
C5:5

dwBlock01
Message

Errors x10K

0012 END
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If enabled, the trigger for a write message is generated. The message block trigger can be generated on either a fixed time base or when the last
message block is either done (DN) or an error (ER) has occurred.

0000
MG9:1

DN

dwBlock02
Message

Done

MG9:1

ER

dwBlock02
Message

Error

B3:0

2

Event
Message
Control

B3:0

4

Timer Trigger
B3:0

3

Timer
Message
Control

B14:0

1

dwBlock02
Message
Enabled

ONS
B14:1

1

dwBlock02
Message
Oneshot

 
B14:2

1

dwBlock02
Message
Trigger

This rung generates the write message to the dw210 with the following setup:
General Tab:

This Controller => Channel = 1 (Integral);
Communication Command = PLC5 Write;

Data Table Address: N13:0;
Size in Elements: 8;

Target Device => Message Timeout = 33;
Data Table Address = N27:0;
Local/Remote = Local;
MultiHop = Yes;

Routing Information File(RI) = RI10:1;
MultiHop Tab:

From Device = This MicroLogix;
From Port = Channel 1;

To Address Type = EtherNet/IP Device;
To Address = 192.168.1.71

0001
B14:0

1

dwBlock02
Message
Enabled

B14:2

1

dwBlock02
Message
Trigger

EN
DN
ER

MSG
Read/Write Message
MSG File MG9:1

Setup Screen <

MSG

Total message counter that wraps around every 10,000 messages in order to accumulate larger totals.

0002
MG9:1

EN

dwBlock02
Message
Enable

CU

DN

CTU
Count Up
Counter C5:6
Preset 10000<
Accum 0<

CTU

dwBlock02
Messages

Total
10K Tally
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Message counter of successful replies that wraps around every 10,000 messages in order to accumulate larger totals.

0003
MG9:1

DN

dwBlock02
Message

Done

CU

DN

CTU
Count Up
Counter C5:7
Preset 10000<
Accum 0<

CTU

dwBlock02
Messages

OK
10K Tally

Message counter of message errors that wraps around every 10,000 messages in order to accumulate larger totals.

0004
MG9:1

ER

dwBlock02
Message

Error

CU

DN

CTU
Count Up
Counter C5:8
Preset 10000<
Accum 0<

CTU

dwBlock02
Message
Errors

10K Tally

Total message count x 10,000.

0005
C5:6

DN

dwBlock02
Messages

Total
10K Tally

CU

DN

CTU
Count Up
Counter C5:9
Preset 0<
Accum 0<

CTU

dwBlock02
Messages

Total x10K

Total successful messages count x 10,000.

0006
C5:7

DN

dwBlock02
Messages

OK
10K Tally

CU

DN

CTU
Count Up
Counter C5:10
Preset 0<
Accum 0<

CTU

dwBlock02
Messages
OK x10K

Total message errors count x 10,000.

0007
C5:8

DN

dwBlock02
Message
Errors

10K Tally

CU

DN

CTU
Count Up
Counter C5:11
Preset 0<
Accum 0<

CTU

dwBlock02
Message

Errors x10K
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Resets the total message counter when either 10,000 messages have been received or when re-initializing the counters.

0008
C5:6

DN

dwBlock02
Messages

Total
10K Tally

B3:0

0

Reset
All

Message
Counters

RES
C5:6

dwBlock02
Messages

Total
10K Tally

Resets the successful message counter when either 10,000 messages have been received or when re-initializing the counters.

0009
C5:7

DN

dwBlock02
Messages

OK
10K Tally

B3:0

0

Reset
All

Message
Counters

RES
C5:7

dwBlock02
Messages

OK
10K Tally

Resets the total message errors counter when either 10,000 messages have been received or when re-initializing the counters.

0010
C5:8

DN

dwBlock02
Message
Errors

10K Tally

B3:0

0

Reset
All

Message
Counters

RES
C5:8

dwBlock02
Message
Errors

10K Tally
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Resets the total, successful, and error message 10K counters.

0011
B3:0

0

Reset
All

Message
Counters

RES
C5:9

dwBlock02
Messages

Total x10K

RES
C5:10

dwBlock02
Messages
OK x10K

RES
C5:11

dwBlock02
Message

Errors x10K

0012 END
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If read PIN (4864) matches write PIN (4352), increment the write PIN (4352).

0000
EQU

Equal
Source A N12:0
 0<
Source B N13:0
 0<

EQU
PIN 4864

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

0

PIN 4864
Compare
Trigger

ADD
Add
Source A N13:0
 0<
Source B 1
 1<
Dest N13:0
 0<

ADD
PIN 4352

When reaching the maximum positive value, make the write PIN (4352) negative.

0001
EQU

Equal
Source A N13:0
 0<
Source B 32767
 32767<

EQU
PIN 4352

ONS
B11:0

1

PIN 4352
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:0
 0<

MOV
PIN 4352

If read PIN (4865) matches write PIN (4353), increment the write PIN (4353).

0002
EQU

Equal
Source A N12:1
 100<
Source B N13:1
 100<

EQU
PIN 4865

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

2

PIN 4865
Compare
Trigger

ADD
Add
Source A N13:1
 100<
Source B 1
 1<
Dest N13:1
 100<

ADD
PIN 4353

When reaching the maximum positive value, make the write PIN (4353) negative.

0003
EQU

Equal
Source A N13:1
 100<
Source B 32767
 32767<

EQU
PIN 4353

ONS
B11:0

3

PIN 4353
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:1
 100<

MOV
PIN 4353

If read PIN (4866) matches write PIN (4354), increment the write PIN (4354).

0004
EQU

Equal
Source A N12:2
 200<
Source B N13:2
 200<

EQU
PIN 4866

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

4

PIN 4866
Compare
Trigger

ADD
Add
Source A N13:2
 200<
Source B 1
 1<
Dest N13:2
 200<

ADD
PIN 4354
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When reaching the maximum positive value, make the write PIN (4354) negative.

0005
EQU

Equal
Source A N13:2
 200<
Source B 32767
 32767<

EQU
PIN 4354

ONS
B11:0

5

PIN 4354
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:2
 200<

MOV
PIN 4354

If read PIN (4867) matches write PIN (4355), increment the write PIN (4355).

0006
EQU

Equal
Source A N12:3
 300<
Source B N13:3
 300<

EQU
PIN 4867

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

6

PIN 4867
Compare
Trigger

ADD
Add
Source A N13:3
 300<
Source B 1
 1<
Dest N13:3
 300<

ADD
PIN 4355

When reaching the maximum positive value, make the write PIN (4355) negative.

0007
EQU

Equal
Source A N13:3
 300<
Source B 32767
 32767<

EQU
PIN 4355

ONS
B11:0

7

PIN 4355
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:3
 300<

MOV
PIN 4355

If read PIN (4868) matches write PIN (4356), increment the write PIN (4356).

0008
EQU

Equal
Source A N12:4
 400<
Source B N13:4
 400<

EQU
PIN 4868

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

8

PIN 4868
Compare
Trigger

ADD
Add
Source A N13:4
 400<
Source B 1
 1<
Dest N13:4
 400<

ADD
PIN 4356

When reaching the maximum positive value, make the write PIN (4356) negative.

0009
EQU

Equal
Source A N13:4
 400<
Source B 32767
 32767<

EQU
PIN 4356

ONS
B11:0

9

PIN 4356
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:4
 400<

MOV
PIN 4356
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If read PIN (4869) matches write PIN (4357), increment the write PIN (4357).

0010
EQU

Equal
Source A N12:5
 500<
Source B N13:5
 500<

EQU
PIN 4869

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

10

PIN 4869
Compare
Trigger

ADD
Add
Source A N13:5
 500<
Source B 1
 1<
Dest N13:5
 500<

ADD
PIN 4357

When reaching the maximum positive value, make the write PIN (4357) negative.

0011
EQU

Equal
Source A N13:5
 500<
Source B 32767
 32767<

EQU
PIN 4357

ONS
B11:0

11

PIN 4357
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:5
 500<

MOV
PIN 4357

If read PIN (4870) matches write PIN (4358), increment the write PIN (4358).

0012
EQU

Equal
Source A N12:6
 600<
Source B N13:6
 600<

EQU
PIN 4870

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

12

PIN 4870
Compare
Trigger

ADD
Add
Source A N13:6
 600<
Source B 1
 1<
Dest N13:6
 600<

ADD
PIN 4358

When reaching the maximum positive value, make the write PIN (4358) negative.

0013
EQU

Equal
Source A N13:6
 600<
Source B 32767
 32767<

EQU
PIN 4358

ONS
B11:0

13

PIN 4358
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:6
 600<

MOV
PIN 4358

If read PIN (4871) matches write PIN (4359), increment the write PIN (4359).

0014
EQU

Equal
Source A N12:7
 700<
Source B N13:7
 700<

EQU
PIN 4871

B3:1

12

Reset
Increment To

Start
Value

ONS
B11:0

14

PIN 4871
Compare
Trigger

ADD
Add
Source A N13:7
 700<
Source B 1
 1<
Dest N13:7
 700<

ADD
PIN 4359
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When reaching the maximum positive value, make the write PIN (4359) negative.

0015
EQU

Equal
Source A N13:7
 700<
Source B 32767
 32767<

EQU
PIN 4359

ONS
B11:0

15

PIN 4359
Max

Trigger
MOV

Move
Source -32767
 -32767<
Dest N13:7
 700<

MOV
PIN 4359

0016 END
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Resets the Group 1 write parameters to their starting values.

0000
B3:1

12

Reset
Increment To

Start
Value

ONS
B3:2

0

Group 1
Reset

Oneshot
MOV

Move
Source 0
 0<
Dest N13:0
 0<

MOV
PIN 4352

MOV
Move
Source 100
 100<
Dest N13:1
 100<

MOV
PIN 4353

MOV
Move
Source 200
 200<
Dest N13:2
 200<

MOV
PIN 4354

MOV
Move
Source 300
 300<
Dest N13:3
 300<

MOV
PIN 4355

MOV
Move
Source 400
 400<
Dest N13:4
 400<

MOV
PIN 4356

MOV
Move
Source 500
 500<
Dest N13:5
 500<

MOV
PIN 4357

MOV
Move
Source 600
 600<
Dest N13:6
 600<

MOV
PIN 4358
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MOV
Move
Source 700
 700<
Dest N13:7
 700<

MOV
PIN 4359

0001 END
 


